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NOTES: 

I) EXTERNAL ALARM SYSTEM CONNECTION IS NOT A POWER SOURCE, CIRCUIT LOGIC IS CLOSED TO RUN / OPEN TO STOP GENSET, 
2) FOR NMEA-2000: CONNECT lAMP FUSE/BREAKER WIRE TO C2 (AS S~OWN - DC BREAKER DOES NOT CONTROL NETWORK POWER) 

FOR WESTERLINK: CONNECT lAMP FUSE/BREAKER WIRE TO S2?(DC BREAKER CONTROLS NETWORK POWER) 
3) ECU WILL NOT POWER UP UNLESS NETWORK POWER IS PRESENT ON ECU P2-13, POWER IS SUPPLIED VIA T~E NETWORK CABLE TO 
THE ECU. POWERING DOWN T~E NMEA-2000 NETWORK W~ILE THE GENSET IS RUNNING WILL S~UT DOWN THE GENSET, 
4) IF T~E NMEA-2000 NETWORK IS POWERED FROM A SOURCE EXTERNAL TO T~E GENSET, THE INTERNAL NETWORK POWER SUPPLY 
CONNECTOR IN T~E PANEL BOX MUST BE DISCONNECTED FROM T~E 4-WAY TEE, 
5) FOR MULTIPLE GENSETS CONNECTED TO T~E SAME NMEA-2000 NETWORK, IF ONE GENSET IS SUPPL ING POWER TO T~E NETWORK, 
THE OTHER GENSET MUST ~AVE ITS INTERNAL NETWORK POWER SUPPLY DISCONNECTED FROM T~E 4-WAY TEE. 
6) W~ENEVER NMEA-2000 NETWORK POWER IS CYCLED OFF AND BACK ON, T~E GENSET MAY NEED TO BE STOPPED AND T~E DC CIRCUIT 
BREAKER CYCLED TO RESTORE PROPER NETWORK COMMUNICATIONS, 
71 SEE NETWORK ~ARDWARE INSTALLATION GUIDE 53076 FOR MORE INFORMATION ABOUT NETWORKING, 
8) DIGITAL DISPLAY MUST BE RECONF IGURED WHEN C~ANGING ANY OF THE FOLLOWING SETTINGS: 
'A) CHANGING AC WIRING BETWEEN WYE AND DEL TA CONFIGURATION 

AVR MODEL SR7 o 0 I 'B) CHANGING AC WIRING BETWEEN 2-WIRE I-PHASE AND 3-WIRE I-P~ASE 
?C) CHANGING BACKEND BETWEEN I -PHASE AND 3-P~ASE, 
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