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5683 lo6: A ADD OVERSPEED BOARD 
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11-' B ADDED JUMPER BETWEEN TB2-6&7; 
2004 K2-86 WAS CONNNECTED TO TB2-6. 
3/20 C RELOCATED # 14 YEL TB2-7 TO TB2-9 
1006 #14 via T62-6 TO T62-7 
1-26 
1009 D UPDATE TITLE BOX WITH 45-95 BEDA MODEL. 
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-TYPICAL REMOTE START/STOP PANEL CONECTIONS-

NOTES: 
I. REMOVE JUMPER WHEN CONNECTING A SECOND REMOTE PANEL. 

2. GROUND "I" TERMINAL OF PREHEAT SOLENOID ON 24V SYSTEM ONLY. 

3. 0 REMOTE CONNECTOR PINS. 

4. THE 5K REMOTE SPEED POTENTIOMETER CAN BE WIRED TWO DIFFERENT WAYS: 
I. AS SHOWN BY THE SOLID LINE FROM THE WI PER OF THE 5K POTENTIOMETER 

AND THEN CONNECTED TO TERM I NAL 9 (NO RES I STOR REOU I RED). ADJUST I BLE 
RANGE IS APPROXIMATELY ±5% AT 1800 RPM. 

2. AS SHOWN BY THE DASHED LINE FROM THE WIPER OF THE 5K POTENTIOMETER 
THROUGH RESISTOR "R" AND THEN CONNECTED TO TERMINAL 8. REDUCING THE 
VALUE OF "R" INCREASES THE REMOTE ADJUSTIBLE SPEED RANGE. 
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5. JUMPER SETTING: 
J I OPEN - 50HZ 
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J2 CLOSE - 60HZ 
J3 OPEN - 5-15KW 
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