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B ADD OVERSPEED BOARD 

C ADDED JUMPER BETWEEN TB2-6&7; 
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-TYPICAL REMOTE START/STOP PANEL CONECTIONS-

REMOTE CONECTOR PINS 
FOR 24 VOLT SYSTEM, USE 
1500 RESISTOR AS SHOWN. 

JUMPER SETT I NG: 
JI OPEN - 50HZ 
J2 CLOSE - 60HZ 
J3 OPEN - 5- 15KW 
J4 CLOSE - 20-95KW 
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