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A
ADDED JUMPER BETWEEN TB2-6 &7;
K2-86 WAS CONNECTED TO TB2-6.
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NOTE:
 
1. REMOVE JUMPER WHEN CONNECTING A SECOND REMOTE PANEL.

SEE NOTE 1
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-TYPICAL REMOTE START/STOP PANEL CONECTIONS-
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MODEL:
6.5 BTD 60Hz / 5.0 BTD 50Hz
7.6 BTD 60Hz / 5.7 BTD 50Hz
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